
 

ENOCH CITY COUNCIL MEMORANDUM  

TO: PLANNING COMMISSION 

FROM: ADMINISTRATION 

DATE: JULY 22, 2025 

SUBJECT: TRACER WIRE REQUIREMENTS FOR UNDERGROUND UTILITIES 

OVERVIEW 

This ordinance adds the requirement to the land use ordinances for the use of #12 AWG 

insulated copper tracer wire for all buried utility lines, including water, sewer, storm 

drain, gas, electric, and communication systems. Wire must be installed continuously 

above or beside utility lines, with accessible terminal points at intervals (e.g., manholes, 

valve boxes, hydrants). 

Construction drawings, as-built records, and GIS submissions must now include tracer 

wire data. Field inspections will verify continuity and detectability before final 

acceptance. 

ADDITION: 

12.2400.2407 – Final Application Requirements 

Electronic final plats submitted in AutoCAD, Geodatabase, or Shapefile format shall 

include dedicated data layers representing tracer wire. These layers shall identify wire 

routing and connection points linked to corresponding utility features. 

12.2500.2502 – Improvements 

Tracer wire shall be included as a required improvement for all underground utility 

installations in subdivisions. This requirement applies to all water, sewer, storm drain, 

electrical, gas, and communications systems. 

Conclusion: 

These updates enhance utility locate-ability, reduce excavation risks, and support long-

term infrastructure management. They align with best practices already in limited use 

within existing sewer lift station requirements. 


